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@CONDENSATE RETURN PUMP PIPING DETAIL

@TYPICAL DIFFUSER CONNECTION TO ROUND DUCT DETAIL
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TYPICAL RECTANGULAR BRANCH
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TYPICAL ROUND BRANCH
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HUMIDIFIER DUCT DETAIL
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